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TO JUNCTION BOX

ADAPTER -
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(E) 1-1/2” CONDUIT ——

LIGHTING PLAN

SCALE : 1/4"=1"-0"

1-32WT8 LIGHTING FIXTURE
(TYPICAL)

120VAC, 12 CIRCUIT
LIGHTING PANEL &
TRANSFORMER 509A

SPACE HEATER POWER SUPPLY
(509A-5 & 509B)

CIRCUIT 509B

CIRCUIT 509A-5

~ TYPE "E” (TYP. OF 3)
—_ SEE DWG 4B64CE028 JUMPER ALL GATE
—— FOR DETAILS. HINGES WITH FLEXABLE
STRAP. SEE
4B64CE029 DETAIL 16
THREE— WAY
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00O

2-#14 IN
3/4” RGS CONDUIT
(RUN EXPOSED

ALONG WALL FOOT)

LIGHTING FIXTURE
TYPE "D” (TYP. OF 2)
SEE DWG 4B64CE028
FOR DETAILS.

LIGHTING FIXTURE

LIGHT SWITCH (TYP)
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JUNCTION BOX
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—~—1"C, SCADA

"FA” PULL BOX

15KV CAP—1-55
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LIGHTING & FIRE ALARM DETAIL
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~—1"C, 4#16 (FIRE ALARM)

D" (N) 1°C FROM SCADA PULL
BOX TO METERNG SECTION
(B) OF SWITCHGEAR 513

2”C, TO BANK 513
CONTROL UNIT
(ADF—1-55)
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4/0 GND CABLE TO (E) GROUND ROD

JUMPER ALL GATE
HINGES WITH
FLEXABLE STRAP.
SEE 4B64CE029
DETAIL 16
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PULLBOX

(E) GND BUS BAR ON PAD

S513A
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\2\7

DUCTBANK
FROM EMH 120
(4-47C & 2-27C)

(N) 4/0 GND CABLE
SURFACE MOUNT TO WALL
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NOTES

3—4"C, 9—500KCMIL + 3#4/0 G

3—4"C (CONDUIT ONLY)
1" (CONDUIT ONLY), SCADA SYSTEM.

1°C, 8#16 + 4414 (FIRE ALARM)
TO BLDG 55, ROOM 131 (SEE DWG

\ 4B55E072, REV B).

\ 3-4”C, 9—500KCMIL + 3#4/0 G

\ 3—4"C (CONDUIT ONLY)

00O

00O

(N) 4/0 GROUND CABLE UP
FROM EXISTING GROUND ROD

(E) GROUND ROD WITH
4/0 CABLE UP

(E) 4/0 GND CABLE
SURFACE MOUNT TO WALL

"FA” JUNCTION BOX

"SCADA” JUNCTION BOX

1°C, SCADA
1"C , FIRE ALARM

BOX TO SCADA TERMINATION CAN

BANK 513 !
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(N) CORPER BUS BAR ; , . 7
MOUNTED ON SURFACE. 3/4°C, 4416 + =
BOND TO FENCE POSTS —(N) 4/0 GND CABLE 4414 /
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TELEPHONE BOX WITH TELEPHONE

——1"C, TELEPHONE,

TO BLACKBERRY
UNIT SUBSTATION NO. 1

CADWELD SPLICE NEW 4/0

GROUND TO END OF (E)
GROUND CABLE

#4 SOLID
j

(N) 3/4" RIGID CONDUIT FROM TELCO

B,

E

<
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INSTALL (N) 3/4” RIGID CONDUIT FROM (E)
TELEPHONE BOX ALONG CONCRETE WALL AND SWEEP

UP INTO THE (E) SCADA BOX AS SHOWN.

LEGEND:

SMOKE DETECTOR—IONIZATION

SMOKE DETECTOR—PHOTOELECTRIC

PULL STATION

20A, GROUND FAULT CIRCUIT INTERRUPTER
DUPLEX RECEPTACLE

JUNCTION BOX

FIRE ALARM BELL, @ +96" AFF.

GROUND ROD
GROUND WELL

@
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+BLACK 5
GROUNDING, FIRE ALARM & COMMUNICATION PLAN +BLACK 6
) —WHITE 7
SCALE : 1/4"=1-0" 3/4°C, 8#16 + 4#14 0 —WHITE 8
TO FACP, BLDG 55 8 +RED 1
AT ROOM 131 (SEE +RED 2 J
LIGHTING. FIXTURE DWG 4B55E072 REV B). ~
%—< ~—MANUAL PULL STATION
f (N) 1"C, FROM SCADA JUNCTION (FAPS)
L BOX TO METERING SECTION OF /D BLUE 3
TO METERING P p SWITCHGEAR 513
SECTION OF —BLUE 4
SWITCHGEAR PULL BOX —BLK 9
1"C, 4#16 (FIRE ALARM)
f —BLK 10
- / |
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—— LIGHTING PANEL
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vd \, / \,
THREE— WAY I\ REPLACE (E) SCADA JUNCTION BOX WITH +RED 11 W
f=— THREE— WAY LIGHT SWITCH —{=! (N) HOFFMAN +RED 12
LIGHT SWITCH j
A #16 SOLID PHOTOELECTRIC IONIZATION
SECTION SMOKE DETECTOR ~ SMOKE DETECTOR
NOT TO SCALE _
\ \ FIRE ALARM DEVICE WIRING 2]
2 A\ X NOT TO SCALE —
\ ) ‘
SPACE HEATER POWER SUPPLY oOo——- 2—1"C, TO BANK 513
— (509A-5 & 509B) — CONTROL UNIT
e FORMERLY 4B64CEQO51C 513
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